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THIRD FLOOR FIRE ALARM DEMO NOTES
S @ EXISTING FATC TO REMAIN RELABEL PER FIRE ALARM PLAN. B
@  EXISTING ADDRESSABLE SMOKE DETECTOR AT EXISTING. ELEVATOR LOBBY
©)

- PROGRAMMED ‘FOR ELEVATOR RECALL FUNCTION TO REMAIN

Lo e (D EXISTING ADDRESSABLE MANUAL PULL STATION TO REMAN. EXISTING PULL

B R S T e DT e T T e e P e B e e T e e . .77 STATION IS MOUNTED APPROXIMATELY 50" FROM CENTER OF BOX ABOVE FINISHED
b FLOOR. PROVIDE NEW FLUSH OUTLET WITH NEW CONDUIT AND WIRING IN WALLTO |
e T T R e T ~ RELOCATE EXISTING PULL STATION TO 45" FROM CENTER OF BOX ABOVE o

© FINISHED FLOOR.

' EXISTING HORN/ STROBE TO BE REMOVED OR REPLACED REMOVE EXISTING
- DEVICE, CONDUITS AND WIRING BLANK OFF OUTLET S Do

T-’EXIS'I'ING FIRE ALARM CONDUIT WITH ONE A CABLE 2#12 (NAC) + 2#12 S e
- (24VDC) FROM EXISTING FATC #1 ON SECOND FLOOR, TO0 REMAIN PROVIDE NEW e
- SUPPORT PER CODE FOR EXISTING CONDUIT e . . S e
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| N : ;EXISTING FIRE ALARM CONDUIT AND WIRING FROM EXISTING FATC #5 ON TI-IIRD '.; S
P e N AT © FLOOR. EXISTING WIRING TO BE REPLACED. REMOVE EXISTING WIRING.
L ... 7 PROVIDE NEW SUPPORT PER CODE FOR EXISTING CONDUT. ~ ~

B EXISTING FIRE ALARM CONDUIT AND WIRING TO EXISTING FIRE ALARM DEVICES , e
~IN PENTHOUSE MECHANICAL ROOM. EXISTING WIRING TO BE REPLACED. REMOVE SRS S
' »EXISTING WIRING.: PROVIDE NEW SUPPORT PER CODE FOR EXISTING CONDUIT PR
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REMOVE EXISTING FIRE ALARM CONDUITS AND WIRING

OFFICE || ® || oFFicE || |lorrice || || ioFFicE || oFFice || _ || oFFicE |

. AND NAC DEVICES. ALL NEW DEVICES SHALL BE AS MANUFACTURED BY SIMPLEX
; COMPATIBLE ‘WITH THE EXISTING #4100 FIRE ALARM SYSTEM - :

. FIRE ALARM SYSTEM SUPPLIER SI-IALL ASSIST ELECTRICAL CONTRACTOR IN' THE T
B DEgO FIRE ALARM WORK AND NEW FIRE ALARM WORK TO ACCOMMODATE PHASING OF '
" TH PROJECT ‘

4 AL PROGRAMMING AND TESTING AS REQUIRED FOR A COMPLETE OPERABLE MANUAL
FIRE ALARM SYSTEM SHALL BE DONE BY EXISTING FIRE ALARM SYSTEM SUPPLIER ‘
AND ALL COST SHALL BE INCLUDED IN THE CONTRACT.

5. ~ CONTRACTOR SHALL PROVIDE NEW SUPPORT PER CODE FOR ALL EXISTING FIRE
-~ ALARM. CONDUITS THAT REMAIN IN ATI'IC OR SURFACE MOUNTED ON CEILINGS
AND WALLS.
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